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NOTES: 1.	MAKE CONNECTION TO EXISTING JOINTS USING NEW GASKETS OR CONNECT TO MAKE CONNECTION TO EXISTING JOINTS USING NEW GASKETS OR CONNECT TO CLEANLY CUT EXISTING PIPE USING APPROVED REINFORCED FERNCO COUPLING. WHEN COUPLING PVC TO PVC OF THE SAME OUTSIDE DIAMETER, USE A PVC SLIP COUPLING INSTEAD OF A FERNCO. 2.	WHERE PRACTICAL, INSTALL CLEANOUTS AS CLOSE TO PROPERTY LINE WHILE WHERE PRACTICAL, INSTALL CLEANOUTS AS CLOSE TO PROPERTY LINE WHILE REMAINING IN ROW.
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CLEANOUT WITH THREADED CAP @ 12" BELOW FINISH GRADE.
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SHIELDED FERNCO COUPLING, APPROPRIATE MALE/FEMALE GASKETED JOINT, OR PVC SLIP COUPLING (SEE NOTE 1)
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PLACE TEMPO UNIMARKER MODEL 172 DISC ON TOP OF CAP
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